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OLIVENHAIN - NEW AND
REMODELED OPERATIONS AND
ADMINISTRATION FACILITIES

1966 OLIVENHAIN ROAD
ENCINITAS, CA 92024

SCHEDULE B

BUILDING 

BUILDING A+B 
EXPANSION PHASE 2 

USE AREA PARKING RATIO REQ. PARKING

BUILDING J EXISTING 
SERVICE BUILDING (NIC)

BUILDING E EXISTING HAY 
FEED BUILDING (NIC)

BUILDING F EXISTING HAY 
FEED BUILDING (NIC)

OFFICE

WAREHOUSE

RETAIL

RETAIL

25,278 SF

10,648 SF

2,000 SF

2,600 SF

1:250 SF

1:1000 SF

1:300 SF

1:300 SF

102

10.6

6.7

8.7

TOTAL PARKING REQUIRED:

TOTAL PARKING PROVIDED:

128

166 (INCLUDING 6 ADA)

THE CONSTRUCTION OF THIS PROJECT SHALL CONFORM TO THE FOLLOWING CODES AND REGULATIONS:

2013 CALIFORNIA ADMINISTRATIVE CODE, PART 1, TITLE 24 C.C.R.

2013 CALIFORNIA BUILDING CODE (CBC), PART 2, TITLE 24 C.C.R.
(2012 INTERNATIONAL BUILDING CODE VOLUMES 1-2 AND 2013 CALIFORNIA AMENDMENTS)

2013 CALIFORNIA ELECTRICAL CODE (CEC), PART 3, TITLE 24 C.C.R.
(2011 NATIONAL ELECTRICAL CODE AND 2010 CALIFORNIA AMENDMENTS)

2013 CALIFORNIA MECHANICAL CODE (CMC), PART 4, TITLE 24 C.C.R.
(2012 UNIFORM MECHANICAL CODE AND 2010 CALIFORNIA AMENDMENTS)

2013 CALIFORNIA PLUMBING CODE (CPC), PART 5, TITLE 24 C.C.R.
(2012 UNIFORM PLUMBING CODE AND 2010 CALIFORNIA AMENDMENTS)

2013 CALIFORNIA ENERGY CODE (CEC), PART 6, TITLE 24 C.C.R.

2013 CALIFORNIA FIRE CODE, PART 9, TITLE 24 C.C.R.
(2012 INTERNATIONAL FIRE CODE AND 2010 CALIFORNIA AMENDMENTS)

2013 CALIFORNIA REFERENCED STANDARDS, PART 12, TITLE 24 C.C.R.

TITLE 19 C.C.R., PUBLIC SAFETY, STATE FIRE MARSHAL REGULATIONS.

-FIRE SPRINKLER PLANS

-ALARM PLANS

-TRUSSES

-CIVIL

-LANDSCAPE

SCOPE OF WORK:
THE PROJECT IS THE SECOND PHASE OF A TWO PHASE PROJECT. THIS PHASE ADDS MORE NEW CONSTRUCTION OF OFFICES (4,203 SF) TO THE EXISTING 1ST FLOOR. RENOVATIONS 
OF BUILDING B TOTAL (813) SF.

APN:   255-040-59          
ZONE: O (OFFICE)             
CONSTRUCTION TYPE: TYPE-VB
OCCUPANCY GROUPS: B, A-3 
FULLY SPRINKLERED: YES
BUILDING HEIGHT: 32'-0"
NUMBER OF STORIES 2-STORY
NEW SF: 4,203 SF
T.I. SF: 813 SF

GENERALGENERALGENERALGENERAL

ARCHITECTURALARCHITECTURALARCHITECTURALARCHITECTURAL
A1.0B SITE PLAN 
A2.0B DEMO FLOOR PLAN
A2.1B FLOOR PLAN
A2.2B ENLARGED FLOOR PLAN
A3.0B DEMO CEILING PLAN
A3.1B REFLECTED CEILING PLAN
A3.2B ENLARGED CEILING PLAN
A4.0B DEMO ROOF PLAN
A4.1B ROOF PLAN
A5.0B SCHEDULES
A6.0B EXTERIOR ELEVATIONS
A8.0B INTERIOR ELEVATIONS & SECTIONS

T1.0B TITLE SHEET
T1.2B EGRESS CODE ANALYSIS

STRUCTURALSTRUCTURALSTRUCTURALSTRUCTURAL
S0B STRUCTURAL SPECIFICATIONS (SCHEDULE B)
S1.0B FOUNDATION PLAN (SCHEDULE B)
S1.1B MAT SLAB REINFORCING PLAN (SCHEDULE B)
S2.0B ROOF FRAMING PLAN (SCHEDULE B)

MECHANICALMECHANICALMECHANICALMECHANICAL
M0.2B MECHANICAL SCHEDULES
M0.3B MECHANICAL SCHEDULES
M0.4B TITLE 24
M0.5B TITLE 24
M0.6B TITLE 24
M1.0B MECHANICAL DEMOLITION OVERALL PLAN
M1.1B MECHANICAL DEMOLITION FIRST FLOOR PLAN - BUILDING B
M2.0B MECHANICAL FIRST FLOOR ZONING PLAN
M2.1B MECHANICAL NEW WORK OVERALL PLAN 
M2.2B MECHANICAL NEW WORK FIRST FLOOR PLAN - BUILDING B
M2.3B MECHANICAL NEW WORK FIRST FLOOR PIPING PLAN - BUILDING B
M2.4B MECHANICAL NEW WORK FIRST FLOOR  PLAN - NORTH
M2.5B MECHANICAL NEW WORK FIRST FLOOR PIPING  PLAN - NORTH 
M2.6B MECHANICAL NEW WORK FIRST FLOOR  PLAN - SOUTH 
M2.7B MECHANICAL NEW WORK FIRST FLOOR PIPING SOUTH PLAN 
M2.8B MECHANICAL NEW WORK ROOF PLAN - NORTH
M2.9B MECHANICAL NEW WORK ROOF PLAN - SOUTH
M3.1B MECHANICAL DIAGRAMS - VRV PIPING SCHEMATIC
M4.1B MECHANICAL CONTROLS

ELECTRICALELECTRICALELECTRICALELECTRICAL
E8.0B OVERALL PLAN SCHEDULE B 
E8.1B SCHEDULE B POWER & DATA ENLARDED PLAN 
E8.2B SCHEDULE B LIGHTING ENLARGED PLAN - NEW WORK 
E8.3B SCHEDULE B ROOF PLAN - NEW WORK

PLUMBINGPLUMBINGPLUMBINGPLUMBING
P0.2B PLUMBING SCHEDULES
P1.1B PLUMBING DEMOLITION FLOOR PLAN
P2.0B PLUMBING OVERALL NEW WORK PLAN
P2.1B PLUMBING NEW WORK FIRST FLOOR  PLAN - BULDING B
P2.2B PLUMBING NEW WORK FIRST FLOOR  PLAN 
P2.3B PLUMBING NEW WORK FIRST FLOOR  PLAN 
P5.1B PLUMBING DETAILS

CONSTRUCTION TYPE:V-B

AREA / USE OCCUPANCY GROUP ACTUAL AREA (SF) ALLOWABLE AREA (SF) AREA INCREASE FOR AREA INCREASE FOR ACTUAL ALLOWABLE RATIO

TYPE V-B (TABLE 503) SPRINKLERS (506.3) FRONTAGE (506.2) AREA (SF)

BUSINESS / OFFICES ETC. B 20,917 9,000 200% (+ ALLOWABLE) 0% 27,000 .77

MEETING ROOM A-3 2,080 6,000 0% 18,000 .11

0.88<1

TOTAL AREA:

ALLOWABLE BUILDING AREA 1ST FLOOR

TOTAL BUILDING AREA GROSS:
MAIN BUILDING: 22,997 SF 1ST FLOOR

3,014 SF 2ND FLOOR (EXISTING TO REMAIN)

OCCUPANT LOAD:
GROUP "A3" OCCUPANCY = 2,080 S.F. / 7 OCC LOAD = 297.14 OCCUPANTS
GROUP "B" OCCUPANCY (BUSINESS USE) = 20,917 S.F. / 100 OCC LOAD = 209.17 OCCUPANTS
TOTAL OCCUPANT LOAD 506.31 OCCUPANTS

REQUIRED EXITS PER TABLE 1021.1 (501-1,000 OCC LOAD)= 3 EXITS
EXITS PROVIDED = 13 EXITS

200% (+ ALLOWABLE)

22,997 SF

1704

INTERIOR DESIGNINTERIOR DESIGNINTERIOR DESIGNINTERIOR DESIGN
ID0.0B FINISH LEGEND/GENERAL NOTES
ID0.1B FINISH SPECS
ID2.0B FLOOR FINISH PLAN
ID2.1B WALL FINISH PLAN
ID4.0B DETAILS

ASSESSOR’S PARCEL NUMBER 255-040-59 ACCORDING TO THE SAN DIEGO COUNTY ASSESSOR’S MAP AND CONSISTING OF THE MERGER OF TWO PARCELS, APN 255-031-03 AND 
APN 255-040-56, BEING THOSE PORTIONS OF THE LANDS DESCRIBED IN GRANT DEEDS TO THE OLIVENHAIN MUNICIPAL WATER DISTRICT RECORDED JUNE 19, 1962 AS FILE/PAGE 
NO. 104122 AND APRIL 30, 1991 AS DOCUMENT NO. 1991-0197545, BEING PORTIONS OF LOTS 10 AND 13, RESPECTIVELY, OF THE SUBDIVISION OF THE RANCHO LAS ENCINITAS IN THE 
CITY OF CARLSBAD, COUNTY OF SAN DIEGO, STATE OF CALIFORNIA ACCORDING TO MAP THEREOF NO. 848 FILED JUNE 27, 1898 IN THE OFFICE OF THE SAN DIEGO COUNTY 
RECORDER, THE BOUNDARY OF SAID APN 255-040-59 BEING DESCRIBED IN DOCUMENT NO. 2017-0160897, CERTIFICATE OF COMPLIANCE FOR ADJUSTMENT PLAT, RECORDED APRIL 
11, 2017 IN THE OFFICE OF THE SAN DIEGO COUNTY RECORDER.

OWNER
OLIVENHAIN MUNICIPAL WATER DISTRICT
1966 OLIVENHAIN RD
ENCINITAS, CA 92024
CONTACT : GEORGE BRIEST

ARCHITECT
HB&A ARCHITECTS, INC.
306-N WEST EL NORTE PRKWY., #407
ESCONDIDO, CA  92026 
P: (760)738-8608
F: (760)738-8619
CONTACT: MARK BAKER
EMAIL: mark@hba-architects.com

STRUCTURAL ENGINEER
WYNN ENGINEERING, INC.
27315 VALLEY CENTER ROAD
VALLEY CENTER, CA 92082
P: (760)749-8722
F: (760)749-9412
CONTACT: STEVE REID, S.E.
EMAIL: steve@wynnengineering.com

CIVIL ENGINEER
INFRASTRUCTURE ENGINEERING CORPORATION
14271 DANIELSON STREET
POWAY, CA 92064
P: (858) 413-2400
F: (858) 413-2440
CONTACT: DAVE PADILLA
EMAIL: DPADILLA@IECORPORATION.COM

MECHANICAL/PLUMBING DESIGN
DEC ENGINEERS
7360 CARROLL ROAD, SUITE 100
SAN DIEGO, CA 92121
P: (858) 578-3270
CONTACT: ALEX GINES
EMAIL: AGINES@DECENGINEERS.COM

ELECTRICAL DESIGN
EPI
9565 WAPLES STREET, SUITE 100
SAN DIEGO, CA 92121
P: (858) 824-1761
F: (858) 824-1768
CONTACT: LARRY GUERRERO
EMAIL: LGUERRERO@ENGINEERINGPARTNERS.COM

LANDSCAPE DESIGN
RICK ENGINEERING COMPANY
5620 FRIARS ROAD
SAN DIEGO, CA 92110
P: (619) 291-0707
F: (619) 908-3581
CONTACT: TIMOTHY PRUSS
EMAIL: TPRUSS@RICKENGINEERING.COM

GEOTECH
SCST INC.
6280 RIVERDALE STREET
SAN DIEGO, CA 92120
P: (619) 280-4321
F: (619) 280-4717
WWW.SCST.COM

FIRE SPRINKLERS
RESPONSE FIRE PROTECTION
3056 RENAULT STREET
SAN DIEGO, CA 92122
P: (858) 677-9278
CONTACT: LAURA DEBELL
EMAIL: LAURAD@RESPONSEFIRE.COM

INTERIOR DESIGN
BRANDT DESIGN GROUP INC.
2494 SAN CLEMENTE AVE
VISTA, CA 92084
P: (760) 749-1500
CONTACT: DEBORAH BRANDT
EMAIL: DBRANDT@BRANDTDESIGNGROUP.COM

COST ESTIMATING
CAMPBELL - ANDERSON & ASSOCIATES, INC.
4660 LA JOLLA VILLAGE DRIVE
SUITE 775 
SAN DIEGO, CALIFORNIA  92122
P: (858) 455-8086 
CONTACT: GRAHAM C. ANDERSON
EMAIL: GCANDERSON@CAMPBELLANDERSON.COM
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REMODELED OPERATIONS AND
ADMINISTRATION FACILITIES

1966 OLIVENHAIN ROAD
ENCINITAS, CA 92024

 3/32" = 1'-0"
1

EGRESS CODE ANALYSIS B

1704

SCOPE OF WORK:
THE PROJECT IS THE SCEOND PHASE OF A TWO PHASE PROJECT. THIS PHASE ADDS MORE OFFICES (4203 SF) TO THE EXISTING 1ST FLOOR.

APN:   255-040-59          
ZONE: O (OFFICE)             
CONSTRUCTION TYPE: TYPE-VB
OCCUPANCY GROUPS: B, A-3 
FULLY SPRINKLERED: YES
BUILDING HEIGHT: 32'-0"
NUMBER OF STORIES 2-STORY

TOTAL BUILDING AREA GROSS:
MAIN BUILDING: 22,997 SF 1ST FLOOR

3,014 SF 2ND FLOOR (EXISTING TO REMAIN)

OCCUPANT LOAD:
GROUP "A3" OCCUPANCY = 2,080 S.F. / 7 OCC LOAD = 297.14 OCCUPANTS
GROUP "B" OCCUPANCY (BUSINESS USE) = 20,917 S.F. / 100 OCC LOAD = 209.17 OCCUPANTS
TOTAL OCCUPANT LOAD 506.31 OCCUPANTS

REQUIRED EXITS PER TABLE 1021.1 (501-1,000 OCC LOAD)= 3 EXITS
EXITS PROVIDED = 13 EXITS
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1
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4

DEMOLISH - REFER TO STRUCTURAL

28' - 10 1/4"

WALL TO REMAIN

9' - 11 1/2"

DEMO

5' - 0 1/2"

3
6 6

6

DEMOLISH EXISTING BREAK ROOM

KEYNOTES

EXISTING WINDOW TO BE REMOVED

1

2

REMOVE PORTIONS OF EXISTING WALL FOR NEW 
ADDITION - SEE SCH B FLOOR PLANS

3

REMOVE EXISTING CUBICLES4

DEMOLISH COLUMN - REFER TO STRUCTURAL5

REMOVE PORTIONS OF EXISTING WALL FOR NEW 
WINDOW - SEE SCH B FLOOR PLANS

6

EXISTING WALL TO REMAIN

DEMO WALL LEGEND

EXISTING WALL TO BE DEMOLISHED

EXISTING TO REMAIN

HB&A
Architects

DRAWN CHECKED

PROJECT NO.

DATE

SHEET NAME

C-18627
06/30/19

R

M

E
K

A
B

SIWE
L

K
R

A

L
I
C
E

N
SE
D ARCHI

T
E
C
T

S
T
A
T
E

OF CALI
F
O

R
N
I
A

DATE REVISIONNO.

THE ARCHITECT, HB&A ARCHITECTS, INC (HB&A) HEREBY  RESERVES ITS COMMON 
LAW COPYRIGHT AND OTHER PROPERTY RIGHTS. ALL IDEAS, DESIGNS, 
ARRANGEMENTS  AND  PLANS  INDICATED  OR REPRESENTED BY THESE  DRAWINGS  
ARE OWNED  BY AND  ARE  THE PROPERTY  OF HB&A, AND WERE CREATED, 
EVOLVED  AND  DEVELOPED FOR  THE USE IN CONNECTION WITH THE SPECIFIED 
PROJECT.  THE IDEAS, DESIGNS, ARRANGEMENTS OR PLANS SHALL NOT BE 
ASSIGNED TO, USED BY, OR  DISCLOSED  TO  ANY THIRD  PARTY,  FIRM OR 
CORPORATION,  FOR  ANY  PURPOSE  WHATSOEVER  WITHOUT  THE WRITTEN 
PERMISSION OF HB&A. FILING THESE  DRAWINGS WITH ANY PUBLIC AGENCY IS 
NOT  PUBLICATION OF  SAME AND NO COPYING, REPRODUCTION  OR USE THEREOF  
IS  PERMISSABLE   WITHOUT THE CONSENT OF  HB&A. THE  DRAWINGS ARE NOT 
TO BE  CONSIDERED  TO BE FINAL  OR TO BE USED FOR  CONSTRUCTION  UNTIL 
SIGNED  BY  THE ARCHITECT.

N

BID SETBID SETBID SETBID SET

306-N WEST EL NORTE PRKWY., #407
ESCONDIDO, CA  92026 

PHONE: (760) 738-8608    FAX: (760) 738-8619

EMAIL: mailbox@hba-architects.com

BI
M

 3
60

://
O

M
W

D
-O

ps
 a

nd
 A

dm
in

/1
70

4 
O

M
W

D
 O

ps
 a

nd
 A

dm
in

.rv
t

8/
30

/2
01

8 
3:

45
:2

1 
PM

NHNHNHNH MBMBMBMB

1516151615161516

08.24.1808.24.1808.24.1808.24.18

A2.0B

DEMO FLOOR PLAN BDEMO FLOOR PLAN BDEMO FLOOR PLAN BDEMO FLOOR PLAN B

OLIVENHAIN - NEW AND
REMODELED OPERATIONS AND
ADMINISTRATION FACILITIES

1966 OLIVENHAIN ROAD
ENCINITAS, CA 92024

 1/8" = 1'-0"
1

DEMO FLOOR PLAN SCH B
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EXISTING WALL TO REMAIN

NEW 2X6 STUD WALL WITH 1/2" PLYWOOD AND STUCCO 
ON EXT. SIDE AND GYP BD ON INT. SIDE - SEE DETAIL 
1/A9.0 & 12/A9.4

WALL LEGEND

NEW 2X4 STUD WALL WITH GYP BD BOTH SIDES (1 SIDE 
GYP BD AT FURRING APPLICATIONS) - SEE DETAIL 4/A9.2

NEW 2X6 STUD WALL WITH GYP BD BOTH SIDES - SEE 
DETAIL 4/A9.2

NEW 1HR RATED 2X6 STUD WALL WITH TYPE "X" GYP 
BD BOTH SIDES - SEE DETAIL 15&16/A9.2

NEW INFILL AT EXISTING WALL - MATCH EXISTING WALL 
CONSTR.

NEW 2X6 STUD WALL WITH GYP BD BOTH SIDES - SEE 
DETAIL 2/A9.2

NEW 2X4 STUD WALL WITH GYP BD BOTH SIDES - SEE 
DETAIL 2/A9.2

WINDOW TAG - SEE SCHEDULES ON SHEET A5.0B

TAG LEGEND

X

X

XX

STOREFRONT TAG - SEE SCHEDULES ON SHEET A5.0B

DOOR TAG - SEE SCHEDULES ON SHEET A5.0B
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EXISTING WALL TO REMAIN

NEW 2X6 STUD WALL WITH 1/2" PLYWOOD AND STUCCO 
ON EXT. SIDE AND GYP BD ON INT. SIDE - SEE DETAIL 
1/A9.0 & 12/A9.4

WALL LEGEND

NEW 2X4 STUD WALL WITH GYP BD BOTH SIDES (1 SIDE 
GYP BD AT FURRING APPLICATIONS) - SEE DETAIL 4/A9.2

NEW 2X6 STUD WALL WITH GYP BD BOTH SIDES - SEE 
DETAIL 4/A9.2

NEW 1HR RATED 2X6 STUD WALL WITH TYPE "X" GYP 
BD BOTH SIDES - SEE DETAIL 15&16/A9.2

NEW INFILL AT EXISTING WALL - MATCH EXISTING WALL 
CONSTR.

NEW 2X6 STUD WALL WITH GYP BD BOTH SIDES - SEE 
DETAIL 2/A9.2

NEW 2X4 STUD WALL WITH GYP BD BOTH SIDES - SEE 
DETAIL 2/A9.2

KEYNOTES
1

2

3

4

NEW CASEWORK

5

SEISMIC JOINT PER STRUCTURAL

ALL MOVEABLE FURNITURE IS SHOWN FOR GRAPHIC 
PURPOSES ONLY. FURNITURE IS OWNER SUPPLIED AND 
VENDOR INSTALLED

NEW TACTILE SIGN STATING "EXIT" SEE DETAIL 15/A10.0

RECESSED / SEMI RECESSED FIRE EXSTINGUISHER 
CABINET, MOUNTED PER DETAIL 17/A9.3

6 NEW SHELVING BY OWNER

7 FRIDGE BY OWNER

8 VENDING MACHINE BY OWNER

9 COPIER PROVIDED BY OWNER

10 NEW FLOOR SINK - SEE PLUMBING DRAWINGS

11 INSTALL OWNER SUPPLIED AED CABINET AND SIGN

NEW MARKER BOARD12

7

D

6' - 0" 5' - 11 1/4" 4' - 0" 1' - 4 1/2" 6' - 0" 5' - 5 1/2"

1' - 4" 15' - 7 1/4" 1' - 4"

A9.0

14

WINDOW TAG - SEE SCHEDULES ON SHEET A5.0B

TAG LEGEND

X

X

XX

STOREFRONT TAG - SEE SCHEDULES ON SHEET A5.0B

DOOR TAG - SEE SCHEDULES ON SHEET A5.0B
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BREAK ROOM SCH B
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FLOOR PLAN - SCHEDULE B - WINDOWS
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EXISTING TO REMAIN

EXISTING TO REMAIN
EXISTING TO REMAIN

EXISTING TO REMAIN

1

1

REMOVE EXISTING A.C.T. CEILING AND ALL ASSOCIATED 
LIGHT FIXTURES AND HVAC DIFFUSERS UNO 

KEYNOTES
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2 31 6 984 7

A

B

C

D

F

E

G

H

J

K

X2

X1

X3

EXISTING TO 

REMAIN

EXISTING TO 

REMAIN

H.B

J.B

7.9B 8.5B

EXISTING TO REMAIN

EXISTING TO REMAIN

EXISTING TO REMAIN

EXISTING TO REMAIN

8.6B8.2B

5

EXISTING TO REMAIN

A3.2B

2

A3.2B

1

OPEN TO 
STRUCTURE

RCP GEN. NOTES

1. ALL CEILINGS SHALL USE A HEAVY DUTY GRID SYSTEM.
2. THE WIDTH OF THE PERIMETER SUPPORTING CLOSURE 

ANGLE SHALL BE NOT LESS THAN 2 INCHES.
3. IN EACH ORTHOGONAL HORIZONTAL DIRECTION, ONE END OF 

THE CEILING GRID SHALL BE ATTACHED TO THE CLOSURE ANGLE.
4. THE OTHER END IN EACH HORIZONTAL DIRECTION SHALL HAVE 

A 3/4"  CLEARANCE FROM THE WALL AND SHALL REST UPON AND 
BE FREE TO SLIDE ON A CLOSURE ANGLE OR A LISTED 
ASSEMBLY.

5. CEILING AREAS OVER 1,000 SQUARE FEET MUST HAVE 
HORIZONTAL RESTRAINT WIRES (TYPICALLY RESTRAINT WOULD 
CONSIST OF FOUR 12 GAUGE WIRES SPLAYED 90° TO EACH 
OTHER AND SLOPED 45° TO THE HORIZONTAL, PACED 12" O.C.)

6. CEILING AREAS OVER 2,500 SQUARE FEET MUST HAVE SEISMIC 
SEPARATION JOINTS OR FULL HEIGHT PARTITIONS.

7. CEILINGS WITHOUT RIGID BRACING MUST HAVE 2" OVERSIZE RIM 
RINGS FOR SPRINKLERS AND OTHER CEILING PENETRATIONS.

  

RCP LEGEND

4 INCH RECESSED CAN LIGHT FIXTURE 

SUPPLY AIR REGISTERS, SEE MECHANICAL PLANS

RETURN AIR REGISTERS, SEE MECHANICAL PLANS

EMERGENCY EXIT SIGN, SEE ELECTRICAL PLANS

SUSPENDED T-BAR CEILING GRID WITH ACOUSTIC TILE -
SEE DETAILS 2, 3, 4 ,5 & 6/A9.4

GYPSUM BOARD HARD-LID CEILING - SEE DETAIL 8/A9.3
(STUCCO AT EXTERIOR ROOF EAVES)

2x2 RECESSED LED LIGHT FIXTURE (SURFACE MOUNTED 
WHEN NOT LOCATED IN A.C.T.)

6 INCH RECESSED CAN LIGHT FIXTURE (MOUNTED TO 
JOIST WHEN LOCATED IN ROOF EAVE)

2x2 SOLATUBE FIXTURE - EXISTING TO REMAIN WHERE 
APPLICABLE

SEE ELECTRICAL PLANS FOR LIGHTING INFO

SUSPENDED LINEAR LED LIGHT FIXTURE ( RECESSED IN 
BOARD ROOM)

LINEAR LED UPLIGHT FIXTURE ABOVE SOFFIT

WOOD SUSPENDED T-BAR CEILING GRID 
- SEE DETAILS 2, 3, 4 ,5 & 6/A9.4 SIM   --  SEE 1/A9.6

LINEAR PENDANT LIGHT

UNDERCOUNTER TASK LIGHT

PENDANT LIGHT

4 INCH RECESSED DIRECTIONAL CAN LIGHT FIXTURE 

LINEAR WALL SCONCE

6 INCH RECESSED CAN LIGHT FIXTURE (MOUNTED TO 
JOIST WHEN LOCATED IN ROOF EAVE)

SUSPENDED WOODWORKS GRILLE CEILING AT 
BREAKROOM - SEE DETAILS 5/A9.6
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RCP GEN. NOTES

1. ALL CEILINGS SHALL USE A HEAVY DUTY GRID SYSTEM.
2. THE WIDTH OF THE PERIMETER SUPPORTING CLOSURE 

ANGLE SHALL BE NOT LESS THAN 2 INCHES.
3. IN EACH ORTHOGONAL HORIZONTAL DIRECTION, ONE END OF 

THE CEILING GRID SHALL BE ATTACHED TO THE CLOSURE ANGLE.
4. THE OTHER END IN EACH HORIZONTAL DIRECTION SHALL HAVE 

A 3/4"  CLEARANCE FROM THE WALL AND SHALL REST UPON AND 
BE FREE TO SLIDE ON A CLOSURE ANGLE OR A LISTED 
ASSEMBLY.

5. CEILING AREAS OVER 1,000 SQUARE FEET MUST HAVE 
HORIZONTAL RESTRAINT WIRES (TYPICALLY RESTRAINT WOULD 
CONSIST OF FOUR 12 GAUGE WIRES SPLAYED 90° TO EACH 
OTHER AND SLOPED 45° TO THE HORIZONTAL, PACED 12" O.C.)

6. CEILING AREAS OVER 2,500 SQUARE FEET MUST HAVE SEISMIC 
SEPARATION JOINTS OR FULL HEIGHT PARTITIONS.

7. CEILINGS WITHOUT RIGID BRACING MUST HAVE 2" OVERSIZE RIM 
RINGS FOR SPRINKLERS AND OTHER CEILING PENETRATIONS.
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RCP LEGEND

4 INCH RECESSED CAN LIGHT FIXTURE 

SUPPLY AIR REGISTERS, SEE MECHANICAL PLANS

RETURN AIR REGISTERS, SEE MECHANICAL PLANS

EMERGENCY EXIT SIGN, SEE ELECTRICAL PLANS

SUSPENDED T-BAR CEILING GRID WITH ACOUSTIC TILE -
SEE DETAILS 2, 3, 4 ,5 & 6/A9.4

GYPSUM BOARD HARD-LID CEILING - SEE DETAIL 8/A9.3
(STUCCO AT EXTERIOR ROOF EAVES)

2x2 RECESSED LED LIGHT FIXTURE (SURFACE MOUNTED 
WHEN NOT LOCATED IN A.C.T.)

6 INCH RECESSED CAN LIGHT FIXTURE (MOUNTED TO 
JOIST WHEN LOCATED IN ROOF EAVE)

2x2 SOLATUBE FIXTURE - EXISTING TO REMAIN WHERE 
APPLICABLE

SEE ELECTRICAL PLANS FOR LIGHTING INFO

SUSPENDED LINEAR LED LIGHT FIXTURE ( RECESSED IN 
BOARD ROOM)

LINEAR LED UPLIGHT FIXTURE ABOVE SOFFIT

WOOD SUSPENDED T-BAR CEILING GRID 
- SEE DETAILS 2, 3, 4 ,5 & 6/A9.4 SIM   --  SEE 1/A9.6

LINEAR PENDANT LIGHT

UNDERCOUNTER TASK LIGHT

PENDANT LIGHT

4 INCH RECESSED DIRECTIONAL CAN LIGHT FIXTURE 

LINEAR WALL SCONCE

6 INCH RECESSED CAN LIGHT FIXTURE (MOUNTED TO 
JOIST WHEN LOCATED IN ROOF EAVE)

SUSPENDED WOODWORKS GRILLE CEILING AT 
BREAKROOM - SEE DETAILS 5/A9.6
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KEYNOTES

1 EXISTING ROOF AT BREAK ROOM TO BE DEMOLISHED -
PRESERVE EXISTING ROOF TILES FOR REUSE

2 REMOVE EXISTING TILES - PRESERVE EXISTING ROOF 
TILES FOR REUSE

EXISTING TO REMAIN

DEMO ROOF PLAN LEGEND

EXISTING TO BE DEMOLISHED
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KEYNOTES

1 NEW CONCRETE "S" TILE ROOF TO MATCH EXISTING -
COLOR SIMILAR TO FRAZEE "BAJA" CL1484M

2 NEW SEISMIC SEPARATION PER STRUCTURAL

NEW MECHANICAL EQUIPMENT - REFER TO MECHANICAL 
DRAWINGS

3

NEW SOLATUBE - REFER TO CEILING PLANS - INSTALL PER 
MANUFACTURER'S DETAILS

4

NEW GUTTER5

NEW DOWNSPOUT6
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DOOR SCHEDULE SCH B
Mark Description Width Height H.W. Group Elevation Frame Material Notes Room Number

B1 SINGLE ALUM STOREFRONT 3' - 0" 7' - 0" 115 A AL 167

B2 SC WOOD 3' - 0" 7' - 0" 115 C HM 189

B4 SC WOOD W/ TEMPERED SIDELIGHT 3' - 0" 7' - 0" 006 D HM

B5 SC WOOD SLIDER W/ TEMPERED GLASS 3' - 0" 7' - 0" 100 F HM 168

B6 SC WOOD SLIDER W/ TEMPERED GLASS 3' - 0" 7' - 0" 100 F HM 169

B7 SC WOOD SLIDER W/ TEMPERED GLASS 3' - 0" 7' - 0" 100 F HM 187

B8 SC WOOD SLIDER W/ TEMPERED GLASS 3' - 0" 7' - 0" 100 F HM 186

B9 SC WOOD SLIDER W/ TEMPERED GLASS 3' - 0" 7' - 0" 100 F HM 170

B10 SC WOOD SLIDER W/ TEMPERED GLASS 3' - 0" 7' - 0" 100 F HM 171

B11 SC WOOD SLIDER W/ TEMPERED GLASS 3' - 0" 7' - 0" 100 F HM 185

B12 SC WOOD SLIDER W/ TEMPERED GLASS 3' - 0" 7' - 0" 100 F HM 184

B13 SC WOOD 3' - 0" 7' - 0" 118 C HM 172

B14 SC WOOD SLIDER W/ TEMPERED GLASS 3' - 0" 7' - 0" 100 F HM 173

B15 SC WOOD SLIDER W/ TEMPERED GLASS 3' - 0" 7' - 0" 100 F HM 174

B16 SC WOOD SLIDER W/ TEMPERED GLASS 3' - 0" 7' - 0" 100 F HM 175

B17 STEEL 3' - 0" 7' - 0" 006 G HM 184

B18 SC WOOD SLIDER W/ TEMPERED GLASS 3' - 0" 7' - 0" 100 F HM 183

B19 SC WOOD SLIDER W/ TEMPERED GLASS 3' - 0" 7' - 0" 100 F HM 176

B20 SC WOOD SLIDER W/ TEMPERED GLASS 3' - 0" 7' - 0" 100 F HM 182

B21 SC WOOD SLIDER W/ TEMPERED GLASS 3' - 0" 7' - 0" 100 F HM 181

B22 SC WOOD W/ TEMPERED SIDELIGHT 3' - 0" 7' - 0" 114 D HM 180

B23 SC WOOD W/ TEMPERED SIDELIGHT 3' - 0" 7' - 0" 006 D HM

B24 SC WOOD 3' - 0" 7' - 0" 114 C HM 178

B25 SC WOOD 3' - 0" 7' - 0" 106 C HM 180

B26 SC WOOD 3' - 0" 7' - 0" 106 C HM 180

B27 STEEL 3' - 0" 7' - 0" 006 G HM 179

B28 SC WOOD W/ TEMPERED SIDELIGHT 3' - 0" 7' - 0" 112 D HM

WINDOW / SF SCHEDULE B
Mark Width Height Sill Height Elevation Comments Room Number

2 3' - 0" 4' - 0" 3' - 0" B 176

5 6' - 0" 4' - 0" 3' - 0" E

6 12' - 0" 4' - 0" 3' - 0" F 178

8 4' - 0" 4' - 0" 3' - 0" H

13 3' - 0" 6' - 6" 0' - 0" N 184

14 10' - 0" 4' - 0" 3' - 0" P

15 14' - 0" 8' - 0" 0' - 0" Q 167

1704

STOREFRONT SCHEDULE SCH B
Mark Description Elevation

M ALUM STOREFRONT PER SPECS - DARK BRONZE - 2"x5" MULLIONS SF-M

 1/4" = 1'-0"

SF-M

SAFETY GLAZING SHALL BE PROVIDED AT THE FOLLOWING LOCATIONS:

SAFETY GLAZING IS REQUIRED WHERE THE NEAREST EDGE OF GLAZING IS WITHIN A 24 INCH ARC OF EITHER VERTICAL 
EDGE OF THE DOOR IN A CLOSED POSITION AND THE 
BOTTOM EXPOSED EDGE OF THE GLAZING IS LESS THAN 60 INCHES ABOVE THE WALKING SURFACE.

SAFETY GLAZING IS REQUIRED WHERE THE BOTTOM EDGE OF THE GLAZING IS LESS THAN 18 INCHES ABOVE A FLOOR; 
THE TOP EDGE IS MORE THAN 36 INCHES ABOVE THE 
FLOOR; THE EXPOSED AREA OF THE INDIVIDUAL PANE IS GREATER THAN 9 SQUARE FEET; AND ONE OR MORE WALKING 
SURFACES IS WITHIN 36 INCHES HORIZONTALLY OF 
THE PLANE OF THE GLAZING.

T = TEMPERED GLAZING

WINDOW NOTES:

1. ALL INTERIOR WINDOWS TO BE SINGLE GLAZED CLEAR VISION GLASS PER SPECIFICATIONS

2. ALL EXTERIOR WINDOWS TO BE DUAL GLAZED, INSULATING TYPE WITH TINTED GLASS ON EXTERIOR FACE 
AND CLEAR VISION GLASS ON INTERIOR FACE PER SPECIFICATIONS

3. ALL EXTERIOR WINDOWS AND STOREFRONT TO RECEIVE WINDOW COVERINGS PER SPECIFICATIONS AND 
ID DRAWINGS

4. ALL NEW EXTERIOR WINDOWS SHALL COMPLY WITH AAMA REQUIRED STANDARDS FOR INSTALLATION AND 
SHALL HAVE APPROVED FLASHING LAPS, REQUIRE SEALANT AND RECOMMENDED SIZES.

DOOR NOTES:

1. ALL INTERIOR GLAZING TO BE SINGLE GLAZED CLEAR VISION GLASS PER SPECIFICATIONS

2. ALL EXTERIOR GLAZING TO BE DUAL GLAZED, INSULATING TYPE WITH TINTED GLASS ON EXTERIOR FACE 
AND CLEAR VISION GLASS ON INTERIOR FACE PER SPECIFICATIONS

3. ALL EGRESS DOORS SHALL BE READILY OPENABLE FROM THE EGRESS SIDE WITHOUT THE USE OF A KEY 
OR SPECIAL KNOWLEDGE OR EFFORT.

4. ALL NEW EXTERIOR DOORS SHALL COMPLY WITH AAMA REQUIRED STANDARDS FOR INSTALLATION AND 
SHALL HAVE APPROVED FLASHING LAPS, REQUIRE SEALANT AND RECOMMENDED SIZES.

154, 156, 168, 169, 170, 171, 
173, 174, 177, 179, 181, 182, 
183, 185, 186, 187

155

175, 178, 179, 180

NA

NA

NA

NOTES: - SF MULLIONS TO BE 2" X 5"
- SF = STOREFRONT
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STUCCO - DE6135 VERONA BEACH - TYP.

KEYNOTES

EXISTING CONCRETE "S" TILE ROOF TO REMAIN 

6

7

8

NEW BRONZE ANODIZED ALUMINUM STOREFRONT / WINDOW9

DOOR PAINTED - FRAZEE "WRINKLE" CL2724D10

NEW CONCRETE "S" TILE ROOF TO MATCH EXISTING -
COLOR SIMILAR TO FRAZEE "BAJA" CL1484M

11

NEW PILASTER ARCH / ELEMENT ON EXISTING BUILDING -
STUCCO - FRAZEE "DORNIX" CL2722W

12

EXISTING BRONZE ANODIZED ALUMINUM WINDOW TO 
REMAIN

13

FASCIA (EXISTING IS WOOD - NEW TO BE STUCCO) -
FRAZEE "MUD PUDDLE" CL2645A

EXISTING DOOR TO BE DEMOLISHED

DEMOLISH PORTION OF STUCCO ON EXISTING WALL1

2

3

4

5

EXISTING ROOF TO BE DEMOLISHED

EXISTING WINDOW TO BE DEMOLISHED

EXISTING EXTERIOR WING WALL TO BE DEMOLISHED

DEMOLISH EXISTING BREAK ROOM14

DEMOLISH EXISTING WALL - REFER TO DEMO PLAN AND 
STRUCTURAL DRAWINGS

15

SEISMIC SEPARATION PER STRUCTURAL DRAWINGS16

NEW SOLATUBE - REFER TO CEILING PLANS17

APPLY TRANSLUCENT FILM / SPRAY ON EXTERIOR PORTION 
ON SIDELIGHT TO SUFFICIENTLY MASK TACTILE SIGN ON 
INTERIOR

18

EXISTING WALL / ROOF TO REMAIN

DEMO ELEVATION LEGEND

EXISTING WALL TO BE DEMOLISHED

EXISTING TO BE DEMOLISHED
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 1/8" = 1'-0"
1

DEMO ELEVATION SCH B

 1/8" = 1'-0"
2

DEMO ELEVATION SCH B - MEETING ROOM

 1/8" = 1'-0"
3

SCH B ELEVATION - EAST

 1/8" = 1'-0"
4

SCH B ELEVATION - SOUTH

 1/8" = 1'-0"
5

SCH B ELEVATION - WEST

 1/8" = 1'-0"
6

COURTYARD ELEVATION SCH B
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PAINTED GYP BOARD PER FINISH SCHEDULE ID0.0

KEYNOTES
1

2

3

4 BASE CABINET PER SPECIFICATIONS, SEE DETAIL  16/A9.3

5 WINDOW / STOREFRONT PER SCHEDULE

7

8

6

9

10

11

12

13

CONCRETE MAT SLAB PER STRUCTURAL FOUNDATION PLAN 
TYP.

2x WOOD FRAMED EXTERIOR STUD WALL, SEE 1/A9.0

2x WOOD STUD INTERIOR PARTITION WALL, SEE DETAIL 18/A9.0

TILE ROOF PER SPECS / DETAILS

SUSPENDED T-BAR GRID ACCOUSTICAL TILE CEILING SEE 
RCP AND DETAILS 2, 3, 4 ,5 & 6/A9.4

TRUSSES - SEE STRUCTURAL PLANS

SUSPENDED CEILING FEATURE - REFER TO RCP

WOOD FRAMED STUCCO FINISHED ARCH ELEMENTS PER 
ELEVATIONS AND DETAILS

14 TILE BACKSPLASH PER FINISH SCHEDULE - REFER TO ID 
SHEETS FOR ALL FINISH RELATED INFO

WALL HUNG CABINET PER SPECIFICATIONS, SEE DETAIL 
16/A9.3

ALL MOVEABLE FURNITURE IS SHOWN FOR GRAPHIC 
PURPOSES ONLY. FURNITURE IS OWNER SUPPLIED AND 
VENDOR INSTALLED

15 COPIER PROVIDED BY OWNER

16 SUSPENDED CEILING ELEMENT - WOODWORKS GRILLE BY 
ARMSTRONG - SEE DETAIL 5/A9.6
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 1/4" = 1'-0"
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SCH B SECTION

 3/8" = 1'-0"
1

BREAK ROOM - NORTH

 3/8" = 1'-0"
4

COPIER 177 NORTH

 3/8" = 1'-0"
5

COPIER 177 SOUTH

 3/8" = 1'-0"
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COPIER 177 WEST

 3/8" = 1'-0"
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BREAK ROOM - EAST
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ID0.0B

FINISH LEGEND/GENERAL
NOTES

LO IVENHAIN
M W tu n ic pi a l a et r Dis t r ic

ROOM FINISH SCHEDULE LEGEND

MATERIAL ABBREVIATIONS SCHEDULE NOTES:

ROOM FINISH SCHEDULE

ROOM # ROOM NAME FLOOR BASE

WALL

REMARKS

NORTH EAST SOUTH WEST

CEILING

TYPE

CASEWK

TOP VERT

CASEWK

BASED ON PLAN NORTH

CEILING

FINISH

VT1 / VT2

B-2 P-5 SS-1 PL-3 - -

- -

-

-

-

-

-- - - - - - - - -

-- - - - - - - - -

-- - - - - - - - -

-- - - - - - - - -

--

--

--

--

--

--

-

-

--

--

--

--

-- -

-- -

-- -

-

AREA

GYP BD

APC-1

PHASE "B"

1. SEE ID0.1 FOR FINISH SPECIFICATIONS.

2. PAINT FOR CEILING INDICATES GYP BOARD

CEILING - DO NOT PAINT ANY APC CEILINGS.

3. SEE ID2.0 FOR FLOOR PATTERN.

4. SEE ID2.1 FOR PAINT ACCENT.

5. SEE RCP FOR CEILING DESIGN AND PAINT

LOCATIONS.

PL

WF

D

LK

PLASTIC LAMINATE

WOOD FILM

DOOR

LOCKER

GL
GLASS

APC ACOUSTICAL PANEL CEILING

W WINDOW COVERING

QS
QUARTZ SURFACE

167 BREAKROOM

168 OFFICE

P-1 P-1 P-5

CPT-2

B-1 P-2 P-1 P-1 P-1 - -

169 OFFICE CPT-2

B-1 P-1 P-1 P-3 P-1

170 OFFICE CPT-2

B-1 P-2 P-1 P-1 P-1

171 OFFICE CPT-2

B-1 P-1 P-1 P-3 P-1

172 STORAGE VT-1

B-2 P-1 P-1 P-1 P-1

173 OFFICE CPT-2

B-1 P-1 P-1 P-1 P-3

174 OFFICE CPT-2

B-1 P-1 P-1 P-1 P-2

175 OFFICE CPT-2

B-1 P-1 P-3 P-1 P-1

176 OFFICE CPT-2

B-1 P-1 P-1 P-2 P-1

177 COPIER VT-1

B-2 P-1 P-1 P-1 P-1 PL-3 PL-3

- - - - - -

178 LARGE CONF ROOM CPT-2

B-1 P-1 P-5 P-1 P-1

- - - - - -

179 OFFICE CPT-2

B-1 P-1 P-3 P-3 P-1

- - - - - -

180 OFFICE CPT-2

B-1 P-1 P-3 P-3 P-1

- - - - - -

181 OFFICE CPT-2

B-1 P-2 P-1 P-1 P-1

182 STORAGE

B-2 P-1 P-1 P-1 P-1

VT-1

183 OFFICE
CPT-2 B-1

P-3 P-1 P-1 P-1

184 SMALL CONF ROOM
CPT-2 B-1 P-1 P-4 P-1 P-1

185 OFFICE
CPT-2 B-1

P-2 P-1 P-1 P-1

186 OFFICE
CPT-2 B-1

P-3 P-1 P-1 P-1

187 OFFICE
CPT-2 B-1

P-1 P-1 P-2 P-1

188 STORAGE VT-1

B-2 P-1 P-1 P-1 P-1

189 JAN SV-1

B-3 FRP-1

NA ELECT VT-1

B-4 P-1 P-1 P-1 P-1

FRP-1 FRP-1 FRP-1

NOTE REFER TO ID2.0B, ID2.1B AND ID4.0 FOR ADDITIONAL WALL AND FLOOR FINISH DETAILS / INSTALLATION / FINISH PLANS

*REFER TO SHEET ID2.1

*REFER TO SHEET ID2.0

*REFER TO SHEET ID2.0

*REFER TO SHEET ID2.0

CPT

SV

VCT

ST

PT

EM

VT

CARPET

SHEET VINYL

VINYL COMPOSITION TILE

STAIR TREAD/NOSE

PORCELAIN TILE

ENTRY MAT

VINYL TILE

B BASE

P PAINT

SS SOLID SURFACE

WP WALL PANEL

CG CORNER GUARD

CONC CONCRETE

CR CHAIR RAIL

APC-1

APC-1

APC-1

APC-1

APC-1

APC-1

APC-1

APC-1

APC-1

APC-1

APC-1

APC-1

APC-1

APC-1

APC-1

APC-1

APC-1

APC-1

APC-1

APC-1

APC-1

APC-1

*P-5 BETWEEN COUNTERTOP AND UPPER CABINETS

SC STAINED CONCRETE
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GENERAL CONDITIONS

AutoCAD SHX Text
THE FOLLOWING GENERAL NOTES ARE ADDITIONAL QUALITY REQUIREMENTS TO THE ARCHITECTS SPECIFICATIONS CONTAINED IN THEIR PROJECT MANUAL, IF A CONFLICT ARISES BETWEEN THE PROJECT MANUAL AND THESE NOTES CONTRACTOR SHALL BE REQUIRED TO MEET THE MOST RESTRICTIVE REQUIREMENTS OR CONTACT BOTH THE ARCHITECT AND THE DESIGN FIRM FOR CLARIFICATION.
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AutoCAD SHX Text
C. FOUNDATIONS   1. ALL HOLDDOWN HARDWARE IS TO BE SECURED IN PLACE PRIOR TO FOUNDATION INSPECTION.   2. ALL EXTERIOR AND BEARING WOOD STUD WALLS SHALL BE SECURED TO THE FOUNDATION WITH 5/8" ANCHOR BOLTS EMBEDDED 7" INTO CONCRETE SPACED NO FARTHER THAN 4'-0" APART UNLESS NOTED OTHERWISE.  ANCHOR BOLTS SHALL BE INSTALLED WITH A 3"X3"X0.229" PLATE WASHER AND A PROPERLY SIZED NUT.  INSTALL ONE BOLT WITHIN 12" OF THE END OF EACH SILL PIECE (MINIMUM 2 BOLTS PER PIECE).  PROVIDE A MINIMUM OF 7 BOLT DIAMETERS END DISTANCE.   3. POWDER DRIVEN FASTENERS ("SHOT-PINS") SHALL NOT BE USED TO PERMANENTLY SECURE WOOD STUD EXTERIOR OR BEARING WALLS TO FOUNDATIONS.   4. ALL HOLDDOWN HARDWARE SHALL BE RE-TIGHTENED JUST PRIOR TO WALL COVERING.   5. ANCHOR BOLTS SHALL COMPLY WITH ASTM F1554 GRADE 36 UNLESS NOTED OTHERWISE.   6. PROVIDE THE SPECIFIED MINIMUM EMBEDMENT BELOW ANY COLD JOINTS IN TWO POUR FOOTINGS UNLESS NOTED OTHERWISE.   7. FASTENERS IN CONTACT WITH PRESERVATIVE-TREATED WOOD SHALL BE HOT DIPPED ZINC-COATED GALVANIZED STEEL, STAINLESS STEEL, SILICON BRONZE OR COPPER.
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B. GRADING AND SITEWORK   1. THE SURROUNDING AREAS SHOULD BE GRADED SO AS TO ENSURE DRAINAGE AWAY FROM THE BUILDING.   2. ALL BACKFILL SHALL BE COMPACTED PER THE SOILS REPORT   3. SOILS REPORT REQUIREMENTS AND RECOMMENDATIONS:     A. REFER TO THE FOLLOWING SOILS REPORT FOR INFORMATION NOT NOTED:       I. SCST, INC. REPORT #160105P3 DATED 03/03/2016 SCST, INC. REPORT #160105P3 DATED 03/03/2016  REPORT #160105P3 DATED 03/03/2016 #160105P3 DATED 03/03/2016  DATED 03/03/2016 03/03/2016       II. 6280 RIVERDALE STREET, SAN DIEGO, CA 92120 6280 RIVERDALE STREET, SAN DIEGO, CA 92120       III. (619) 280-4321 (619) 280-4321     B. THE APPROVED SOIL REPORT SHALL BE A PART OF THE PLANS AND SHALL BE KEPT AT THE JOB SITE AT ALL TIMES.   4. ALL EXCAVATIONS SHALL BE OBSERVED AND APPROVED BY THE GEOTECHNICAL ENGINEER PRIOR TO THE PLACEMENT OF REINFORCING STEEL.   5. ALL EXCAVATIONS SHALL BE APPROVED BY THE INSPECTOR PRIOR TO PLACEMENT OF STEEL OR CONCRETE.   6. ALL WATER SHALL BE REMOVED FROM FOUNDATION EXCAVATIONS PRIOR TO PLACING OF CONCRETE.   7. NO PERSON SHALL DESCEND INTO TRENCHES OR EXCAVATIONS 5' OR MORE IN DEPTH, UNLESS NECESSARY PERMITS HAVE BEEN OBTAINED FROM THE STATE OF CALIFORNIA DIVISION OF OCCUPATIONAL SAFETY.   8. SEE CIVIL DRAWINGS, IF PROVIDED, FOR ANY ADDITIONAL SPECIFICATIONS AND INFORMATION.   9. EXCAVATIONS SHALL BE MADE IN COMPLIANCE WITH CAL-OSHA REGULATIONS.
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F. REINFORCING STEEL   1. REINFORCING STEEL SHALL BE DEFORMED BARS CONFORMING TO ASTM A615 WITH THE FOLLOWING GRADES:       I. #3 AND #4.............................	GRADE 40 OR 60 GRADE 40 OR 60       II. #5 AND LARGER....................	GRADE 60 GRADE 60   3. REINFORCING BARS TO BE WELDED SHALL CONFORM TO ASTM A706 GRADE 60.   2. ALL DOWELS, ANCHOR BOLTS, AND OTHER INSERTS SHALL BE PROPERLY SECURED IN PLACE PRIOR TO PLACING CONCRETE.   3. ALL REINFORCING STEEL SHALL HAVE THE FOLLOWING MINIMUM CONCRETE COVERAGE:     I. CONCRETE PLACED AGAINST EARTH ..................	3" 3"     II. CONCRETE WITH FORMED SURFACES          IN CONTACT WITH EARTH...............................	2" 2"     III. CONCRETE EXPOSED TO WEATHER.....................	3" 3"     IV. SLABS, WALLS, AND JOISTS NOT          EXPOSED TO WEATHER OR IN CONTACT          WITH EARTH (#11 OR SMALLER)....................	3/4" 3/4"     V. BEAMS, COLUMNS, AND GIRDERS           NOT EXPOSED TO WEATHER OR IN           CONTACT WITH EARTH...................................	1-1/2"1-1/2"
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J. GLUE LAMINATED AND STRUCTURAL COMPOSITE LUMBER   1. WEYERHAEUSER I-LEVEL PRODUCTS (ICC ESR-1387).  ALL MATERIAL TO BE DOUGLAS FIR LARCH WITH THE FOLLOWING GRADES:     I. 	PARALLAM (PSL)...............	2.0E PARALLAM (PSL)...............	2.0E 2.0E     II. 	MICROLAM (LVL)................	1.9E MICROLAM (LVL)................	1.9E 1.9E     III. 	TIMBERSTRAND (LSL)........	1.7E TIMBERSTRAND (LSL)........	1.7E 1.7E   2. JOISTS LABELED TJI REFER TO WEYERHAEUSER TJI JOISTS (ICC 1153)   3. ALL PRODUCTS SHALL BE FABRICATED IN THE SHOP OF A LICENSED FABRICATOR. ALL PLACES SHALL BE STAMPED WITH THE MANUFACTURER'S LOGO FOR SCL OR GRADE MARK FOR GLB.   4. GLUE LAMINATED BEAMS (GLB) SHALL BE DFL GRADE 24F-V4 FOR SIMPLE SPANS AND 24F-V8 FOR CANTILEVER AND CONTINUOUS  SPANS.   5. GLUE LAMINATED BEAMS (GLB) SHALL BE FABRICATED WITH STANDARD CAMBER UNLESS NOTED OTHERWISE ON PLANS.
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A. GENERAL SPECIFICATIONS   1. ALL DESIGN AND CONSTRUCTION SHALL BE IN ACCORDANCE WITH THE 2016 CALIFORNIA BUILDING CODE, 2016 CALIFORNIA PLUMBING CODE, 2016 CALIFORNIA MECHANICAL CODE, AND THE 2016 CALIFORNIA ELECTRICAL CODE.   2. ALL DETAILS, SECTIONS, AND NOTES ON DRAWINGS ARE INTENDED TO BE TYPICAL AND SHALL APPLY TO SIMILAR SITUATIONS ELSEWHERE UNLESS OTHERWISE NOTED.   3. THE CONTRACTOR SHALL VERIFY ALL DIMENSIONS AND CONDITIONS AT THE SITE.  WHERE ACTUAL CONDITIONS CONFLICT WITH THE DRAWINGS, DISCREPANCIES SHALL BE REPORTED TO THE ENGINEER S0 THAT THE PROPER REVISIONS CAN BE MADE PRIOR TO PROCEEDING WITH THE WORK.   4. ALL GENERAL CONTRACTORS, SUB-CONTRACTORS, ARCHITECTS, AND ENGINEERS CONDUCTING BUSINESS ARE REQUIRED TO MAINTAIN A CURRENT BUSINESS LICENSE.   5. A RE-INSPECTION FEE WILL BE CHARGED FOR AN INSPECTION WHICH IS CALLED WITHOUT PROVIDING ACCESS, PLANS, OR IF THE JOB IS NOT READY.   6. DIMENSIONS SHALL NOT BE SCALED FROM THE DRAWINGS.   7. ALL ASTM DESIGNATIONS SHALL BE AS AMENDED TO DATE UNLESS OTHERWISE NOTED.   8. ALL OMISSIONS OR CONFLICTS BETWEEN THE VARIOUS ELEMENTS OF THE WORKING DRAWINGS AND/OR SPECIFICATIONS SHALL BE BROUGHT TO THE ATTENTION OF THE ENGINEER BEFORE PROCEEDING WITH ANY WORK INVOLVED.   9. CONTRACTOR TO PROVIDE ADEQUATE SHORING AND BRACING TO SUPPORT ALL LOADS DURING CONSTRUCTION.  10. A SURVEY SHALL BE PROVIDED BY A LICENSED SURVEYOR ON STRUCTURES WHICH DEFINE PROPERTY LINES, SETBACKS, DESIGNATED PARKLAND OR STREET RIGHT-OF-WAY.
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D. CONCRETE AND FORMWORK   1. CEMENT SHALL CONFORM TO THE REQUIREMENTS OF ASTM C150 TYPE II.   2. SPECIFIED COMPRESSIVE STRENGTH F'C SHALL BE AS FOLLOWS:       I. 	PAD FOOTINGS ..........................................	2500psi PAD FOOTINGS ..........................................	2500psi 2500psi       II. 	MAT SLAB ON GRADE................................	3000psi MAT SLAB ON GRADE................................	3000psi 3000psi       III. 	WALLS AND STRUCTURAL SLABS..............	3000psi WALLS AND STRUCTURAL SLABS..............	3000psi 3000psi       IV. 	BEAMS AND COLUMNS...............................	3000psi BEAMS AND COLUMNS...............................	3000psi 3000psi       V. 	PILES, CAISSONS, AND GRADE BEAMS......	3000psi PILES, CAISSONS, AND GRADE BEAMS......	3000psi 3000psi   3. COARSE AGGREGATE TO BE HARD, DURABLE CRUSHED STONE OR GRAVEL GRADED PER ASTM C33.  MAXIMUM SIZE OF COARSE AGGREGATES SHALL NOT EXCEED 1-1/2 INCHES. 1-1/2 INCHES.  INCHES.   4. SAND SHALL BE CLEAN, HARD, DURABLE, WASHED, FREE FROM SILT LOAM OR CLAY.   5. MIXING WATER SHALL BE CLEAN AND FREE FROM INJURIOUS AMOUNTS OF ACIDS, ALKALIS, ORGANIC MATERIALS OR OTHER DELETERIOUS SUBSTANCES.   6. FORM WORK SHALL CONFORM TO ACI 318-14 CHAPTER 26.11. FORM WORK FOR STRUCTURAL SLAB TO REMAIN IN PLACE AT LEAST 14 DAYS AFTER POURING THE CONCRETE.   7. ALL PIPES AND DUCTS THROUGH CONCRETE TO BE SLEEVED PER ACI 318-14 CHAPTER 6. VERIFY ALL OPENING LOCATIONS WITH PLUMBER AND ELECTRICIAN.  8. CONCRETE FLOOR SLAB IN AREAS TO BE COVERED WITH MOISTURE SENSITIVE COVERINGS SHALL BE CONSTRUCTED OVER A PLASTIC MEMBRANE. THE PLASTIC SHOULD BE PROPERLY LAPPED SEALED AND PROTECTED WITH A SAND BASE.  SEE FOUNDATION PLAN FOR MEMBRANE AND SAND BASE THICKNESS.  SEE DETAILS FOR EXPANSION JOINTS, CONSTRUCTION JOINTS AND CRACK CONTROL JOINT AS REQUIRED IF CALLED OUT ON THE PLANS.  9. EXTERIOR SLABS SHALL BE STRUCK LEVEL AND SLOPED TO DRAIN AWAY FROM STRUCTURE AND SHALL NOT HOLD PUDDLES.
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G. LUMBER AND WOOD FRAMING   1. ALL LUMBER SHALL BE DOUGLAS FIR LARCH EXCEPT AS NOTED.  ALL LUMBER SHALL BE GRADED IN ACCORDANCE WITH THE RULES OF THE WCLIB OR WWPA AND SHALL BEAR A GRADE MARK.  LUMBER GRADES SHALL BE AS FOLLOWS:     I. 	2X ROOF OR FLOOR JOISTS...........	NO.2 2X ROOF OR FLOOR JOISTS...........	NO.2 NO.2     II. 	4X HEADERS & BEAMS..................	NO.1 4X HEADERS & BEAMS..................	NO.1 NO.1     III. 	6X OR LARGER BEAMS..................	NO 1 B & S 6X OR LARGER BEAMS..................	NO 1 B & S NO 1 B & S     IV. 	2X AND 3X STUDS.........................	STUD 2X AND 3X STUDS.........................	STUD STUD     V. 	4X4 OR 4X6 POSTS.......................	NO.1 4X4 OR 4X6 POSTS.......................	NO.1 NO.1     VI. 	6X POSTS OR GREATER.................	NO 1 P & T 6X POSTS OR GREATER.................	NO 1 P & T NO 1 P & T   2. HOLES AND NOTCHES, UNLESS OTHERWISE DETAILED SHALL MEET THE FOLLOWING REQUIREMENTS.  BEAMS OR JOISTS MAY BE NOTCHED AT THE ENDS AND SHALL NOT EXCEED 1/4 THE DEPTH. HOLES BORED IN MEMBERS SHALL NOT BE WITHIN 2" OF THE TOP OR BOTTOM OF THE MEMBER AND THE DIAMETER OF ANY SUCH HOLE SHALL NOT EXCEED 1/3 THE DEPTH. NOTCHES IN THE TOP OR BOTTOM OF MEMBERS SHALL NOT EXCEED 1/6 THE DEPTH AND SHALL NOT BE LOCATED IN THE MIDDLE THIRD OF THE SPAN. CUTTING AND NOTCHING OF STUDS: STUDS IN EXTERIOR WALLS AND BEARING PARTITIONS MAY BE CUT OR NOTCHED TO A DEPTH NOT EXCEEDING 25% OF ITS WIDTH. CUTTING OR NOTCHING OF STUDS IN NON-BEARING PARTITIONS SHALL NOT EXCEED 40% OF THE WIDTH. BORED HOLES IN STUDS: A HOLE NOT GREATER IN DIAMETER THAN 40% OF THE STUD WIDTH MAY BE BORED IN ANY WOOD STUD.  BORED HOLES NOT GREATER THAN 60% OF THE WIDTH OF THE STUD ARE PERMITTED IN NONBEARING PARTITIONS. IN NO CASE SHALL THE EDGE OF THE BORED HOLE BE NEARER THAN 5/8" TO THE EDGE OF THE STUD. BORED HOLES SHALL NOT BE LOCATED AT THE SAME SECTION OF STUD AS A CUT OR NOTCH. RIPPING LUMBER:  RIPPING LUMBER VOIDS GRADE AND IS NOT PERMITTED UNLESS OTHERWISE NOTED.   3. ALL LUMBER IN CONTACT WITH CONCRETE OR MASONRY SHALL BE PRESSURE TREATED.   4. STUD PARTITIONS CONTAINING PLUMBING, HEATING, OR OTHER PIPES SHALL BE SO FRAMED AND THE JOISTS UNDERNEATH SO SPACED AS TO GIVE PROPER CLEARANCE FOR THE PIPING.  WHERE A PARTITION CONTAINING SUCH PIPING RUNS PARALLEL TO THE FLOOR JOISTS, THE JOISTS UNDERNEATH SUCH PARTITIONS SHALL BE DOUBLED AND SPACED TO PERMIT PASSAGE OF SUCH PIPES AND SHALL BE BRIDGED.   5. ALL STUD WALLS OVER 10' IN HEIGHT SHALL BE SOLID BLOCKED AT MID-HEIGHT AS NECESSARY SO THAT NO CONCEALED SPACE IS OVER 10' IN HEIGHT OR LENGTH.   6. EVERY WOOD STUD BEARING WALL OR BEARING PARTITION SHALL BE BRACED AT EACH END OR AS CLOSE AS POSSIBLE.   7. PROVIDE METAL WASHERS UNDER ALL BOLT HEADS AND NUTS BEARING ON WOOD.   8. PROVIDE DOUBLE FLOOR JOISTS UNDER ALL PARALLEL PARTITIONS AND TRIPLE FLOOR JOISTS UNDER ALL BEARING PARTITIONS UNLESS OTHERWISE NOTED, 2X BLOCKING AT 8'-0" OC AND AT SUPPORTS. BLOCK BELOW PERPENDICULAR PARTITIONS.
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H. WOOD PANEL SHEATHING   1. WOOD STRUCTURAL PANELS MAY BE OSB OR PLYWOOD AND SHALL COMPLY WITH PRODUCT STANDARD PS1-09 OR PS2-10, AND CBC 2303.1.5.   2. SEE PLAN FOR SHEATHING AND NAILING DATA.   3. FACE GRAIN SHALL RUN PERPENDICULAR TO SUPPORTS AT ROOF AND FLOOR SHEATHING.   4. MINIMUM SHEET DIMENSION SHALL BE 2'-0"   5. USE COMMON NAILS ONLY UNLESS SPECIFICALLY NOTED OTHERWISE. THIS APPLIES TO ALL PLYWOOD NAILING.   6. MINIMUM EDGE DISTANCE SHALL BE 3/8", AND NAILS SHALL NOT BE OVERDRIVEN THRU OUTER PLY. STAGGER NAILS AT ADJACENT PLYWOOD SHEET.   7. SILLS AND PLATES AT SHEAR WALLS SHALL BE CONTINUOUS AND FREE OF CUTS AND NOTCHES. PERFORATIONS SHALL BE ALLOWED WITH A MAXIMUM OF 1-3/4" DIAMETER AND SHALL BE LOCATED AS CLOSE TO CENTER AS POSSIBLE. SILL BOLTS TO ENTER CONCRETE 7" MINIMUM AND 12" MAXIMUM FROM ENDS OF SILL AND CORNERS.
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K. NAILS AND FASTENERS   1. ALL CONNECTORS SHALL BE SIMPSON HARDWARE. ANY CHANGES SHALL BE APPROVED BY THE ENGINEER AND BUILDING OFFICIAL (PLAN CHECK OFFICE, NOT FIELD INSPECTOR).   2. USE FULL NAILING/BOLTING AT ALL CONNECTORS.   3. ALL BOLTS TO BE ASTM A307 UNLESS NOTED OTHERWISE.   4. ALL NAILS TO BE COMMON UNLESS NOTED OTHERWISE L. MINIMUM FASTENING SCHEDULE UNLESS NOTED OTHERWISE (CBC TABLE 2304.10.1) ROOF   	BLOCKING BETWEEN JOISTS OR RAFTERS TO TOP PLATE - TOE  BLOCKING BETWEEN JOISTS OR RAFTERS TO TOP PLATE - TOE  NAIL EA END....................................................................................  3-8d BLOCKING TO JOISTS OR RAFTERS - TOE NAIL EACH END..........	2-8d 2-8d FLAT BLOCKING TO TRUSS AND WEB FILLER - FACE NAIL...........  16d @ 6"   	CEILING JOIST TO PLATE - TOE NAIL.............................................	3-8d CEILING JOIST TO PLATE - TOE NAIL.............................................	3-8d 3-8d CEILING JOISTS, LAPS OVER PARTITIONS - FACE NAIL..................	3-16d 3-16d CEILING JOISTS TO PARALLEL RAFTERS - FACE NAIL....................	3-16d 3-16d COLLAR TIE TO RAFTER - FACE NAIL.............................................  3-10d RAFTERS OR TRUSS TO PLATE-TOE NAIL........................................	3-10d 3-10d RAFTER TO RIDGE VALLEY OR HIP - TOE NAIL OR END NAIL........	3-10d OR 3-10d OR 2-16d ROOF RAFTER TO 2-BY RIDGE BEAM - TOE NAIL OR END NAIL... 3-10d OR 2-16d WALL STUD TO STUD (NOT A SHEAR WALLS) - FACE NAIL....................	16d @ 24"   16d @ 24"   STUD TO STUD AND ABUTTING STUDS AT INTERSECTING WALL CORNERS (AT SHEAR WALLS) - FACE NAIL............................................................	16d @ 16" 16d @ 16" BUILT-UP HEADER (2" TO 2" HEADER) - FACE NAIL.................... 16d @ 16" EA FACE CONTINUOUS HEADER TO STUD  - TOE NAIL.................................  4-8d TOP PLATE TO TOP PLATE - FACE NAIL........................................  16d @ 16" TOP PLATE TO TOP PLATE, AT END JOINTS - FACE NAIL (24" LAP SPLICE LENGTH EACH SIDE OF END JOINT).................................................	8-16d  8-16d  EA SIDE  OF JOINT BOTTOM PLATE TO JOIST, RIM JOIST, BAND JOIST, BLOCKING (NOT AT SHEAR WALLS) - FACE NAIL....................................................................... 16d @ 16" BOTTOM PLATE TO JOIST, RIM JOIST, BAND JOIST, BLOCKING (AT SHEAR WALLS) - FACE NAIL....................................................................... 2-16d 	@ 16"  STUD TO TOP OR BOTTOM PLATE - TOE NAIL OR END NAIL....... 4-8d OR 2-16d TOP OR BOTTOM PLATE TO STUD - END NAIL............................... 2-16d TOP PLATES, LAPS AT CORNERS AND INTERSECTIONS - FACE  NAIL...................................................................................................  2-16d 1" BRACE TO EACH STUD AND PLATE - FACE NAIL......................	2-8d 2-8d 1" BRACE TO EACH STUD AND PLATE - FACE NAIL......................	2-8d 2-8d   	1" X 8" SHEATHING OR LESS TO EACH BEARING-FACE NAIL........	3-8d 1" X 8" SHEATHING OR LESS TO EACH BEARING-FACE NAIL........	3-8d 3-8d FLOOR JOIST TO SILL, TOP PLATE, OR GIRDER - TOENAIL.........................	3-8d  - TOENAIL.........................	3-8d TOENAIL.........................	3-8d 3-8d RIM JOIST, BAND JOIST, OR BLOCKING TO TOP PLATE, SILL, OR OTHER FRAMING BELOW - TOENAIL..................................................  8d @ 6" 1" X 6" SUBFLOOR OR LESS TO EACH JOIST - FACE NAIL...........  2-8d 2" SUBFLOOR TO JOIST OR GIRDER..................................................  2-16d 2" PLANKS........................................................................................	16d                                                                     16d                                                                                     @ EACH BEARING BUILT UP GIRDER AND BEAMS-TOP & BOT OR ENDS & SPLICE..  20d @ 32" OR 2-20d LEDGER STRIP - FACE NAIL.............................................................	3-16d  3-16d                                                    @ EACH JOIST JOIST TO BAND JOIST OR RIM JOIST - FACE NAIL.........................	3-16d 3-16d BLOCKING TO JOISTS OR TRUSS - TOE NAIL EACH END................	2-8d 2-8d WOOD STRUCTURAL PANELS AND PARTICLEBOARD, SUBFLOOR, ROOF AND WALL SHEATHING (TO FRAMING 6:6:12) 12" AND LESS............................................................................	6d 6d 1932" TO  "................................................................................ 8d 34"................................................................................ 8d 78" TO 1 ".................................................................................	10d 14".................................................................................	10d 10d SINGLE FLOOR (COMBINATION SUBFLOOR-UNDERLAYMENT TO FRAMING 6:6:12) 34" AND LESS............................................................................	8d 8d 78" TO 1"..................................................................................	8d 8d 1 " TO 1 "...............................................................................	10d 18" TO 1 "...............................................................................	10d 14"...............................................................................	10d 10d PANEL SIDING (TO FRAMING 6:6:12) 12" OR LESS..............................................................................	6d 6d 58".............................................................................................	8d 8d OTHER EXTERIOR WALL SHEATHING FIBERBOARD SHEATHING -  " OR  " (3:3:6)... 1 " GALVANIZED 	            12" OR  " (3:3:6)... 1 " GALVANIZED 	            2532" (3:3:6)... 1 " GALVANIZED 	            12" GALVANIZED 	                                                            ROOFING NAIL OR 1 "              34"                                                              GALVANIZED ROOFING NAIL INTERIOR PANELING  14" OR  " (6:6:12)...........................................................................	4d OR 6d 38" (6:6:12)...........................................................................	4d OR 6d 4d OR 6d 
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M. STRUCTURAL STEEL   1. HOT ROLLED STRUCTURAL STEEL SHALL CONFORM TO THE FOLLOWING GRADES AND ASTM SPECIFICATIONS:     I. 	WIDE FLANGE "W".......................	A992, A913-50 OR A572-50 WIDE FLANGE "W".......................	A992, A913-50 OR A572-50 A992, A913-50 OR A572-50     II. 	RECTANGULAR TUBE "HSS"........	A500-B RECTANGULAR TUBE "HSS"........	A500-B A500-B     III. 	STANDARD PIPE.........................	A53-B STANDARD PIPE.........................	A53-B A53-B     IV. 	PLATES & MISC.........................	A36 OR A572-50 PLATES & MISC.........................	A36 OR A572-50 A36 OR A572-50   2. WELDING SHALL CONFORM TO AWS D1.1/D1.1M. ALL WELDS SHALL BE UNIFORM IN SIZE AND APPEARANCE, AND FREE OF PINHOLES, POROSITY, UNDERCUTTING OR OTHER DEFECTS. ALL BUTT WELDS SHALL BE FULL PENETRATION.   3. WELDS SHALL BE DONE IN THE SHOP OF AN APPROVED FABRICATOR UNLESS OTHERWISE NOTED ON THE PLANS. ALL FIELD WELDING SHALL BE PERFORMED BY CERTIFIED WELDERS APPROVED BY THE BUILDING OFFICIAL WITH CONTINUOUS INSPECTION BY A DEPUTY INSPECTOR IS REQUIRED. (PER AISC 360-10 CHAPTER N5.4)   4. STRUCTURAL STEEL NOT ENCASED IN CONCRETE OR MASONRY SHALL BE SHOP PAINTED AS SPECIFIED. ANY ABRASION SHALL BE TOUCHED UP AFTER ERECTION.   5. FABRICATOR SHALL SUBMIT SHOP DRAWINGS TO STRUCTURAL ENGINEER FOR REVIEW PRIOR TO START OF FABRICATION. FABRICATION SHALL CONFORM TO AISC SPECIFICATIONS.   6. BOLTS SHALL CONFORM TO ASTM A307, UNLESS OTHERWISE NOTED.   7. ALL STEEL FABRICATIONS SHALL BE DONE IN A SHOP LICENSED BY THE GOVERNING CITY OR COUNTY.

AutoCAD SHX Text
REQUIRED SPECIAL INSPECTION
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The following items require Special Inspection in accordance with Sections 1704 & 1705 of the 2016 California Building Code:
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(only checked items are required)
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Foundations
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Inspection Item
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Structural Concrete (CBC Table 1705.3)
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Mat Slab
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Walls / Columns
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Notes
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Welding of Reinforcement
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Anchor Bolts
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Field Welding
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Structural Steel (AISC 360-10 Chapter N)
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Shotcrete / Gunnite
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(2)
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1.	FOUNDATION SPECIAL INSPECTION IS NOT REQUIRED FOR BUILDINGS THREE STORIES FOUNDATION SPECIAL INSPECTION IS NOT REQUIRED FOR BUILDINGS THREE STORIES OR LESS IN HEIGHT. 2.	SPECIAL INSPECTION NEED NOT BE PROVIDED FOR WELDING PERFORMED IN THE SPECIAL INSPECTION NEED NOT BE PROVIDED FOR WELDING PERFORMED IN THE SHOP OF AN APPROVED FABRICATOR. 3.	SPECIAL INSPECTION IS NOT REQUIRED FOR SHEARWALLS WHERE NAIL SPACING IS SPECIAL INSPECTION IS NOT REQUIRED FOR SHEARWALLS WHERE NAIL SPACING IS 4" OC OR LARGER.
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High Strength Bolting
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Concrete Masonry (CMU)
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Structural Masonry (ACI 530-13 3.1)
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Other:
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Other:
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Epoxy Anchors (Concrete)
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Simpson SET-XP Epoxy (ICC-ESR 2508)
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Other:
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Miscellaneous Items
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Epoxy Anchors (CMU)
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Hilti HIT-HY 70 Epoxy (ICC-ESR 2682)
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Seismic Resisting System
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See AISC 341-10 Chapter J
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Grade Beams / Piles
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High Load Diaphragms
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Structural Wood (CBC 1705.5)
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Seismic Resisting System	
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Seismic Resisting System
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Wood Shearwalls, Diphragms, Collectors
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Seismic Resisting System
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COMMON NAIL DIMENSIONS
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